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1 ADD 5'X8' FRAMED OPENING 10-12-2006

1/2" EMT PRE-INSTALLED
IN THE WALL PANEL

2"x4" JUNCTION BOX
PRE-MOUNTED INTO 
THE WALL PANEL
(LOCATED ABOVE SUSPENDED CEILING)

2"x4" JUNCTION BOX
PRE-MOUNTED INTO 
THE WALL PANEL

MODULAR WIRING FOR CONNECTING
(2) DEVICES TOGETHER ARE TO BE
FIELD INSTALLED

ALL OUTLETS ARE TO BE FIELD INSTALLED

MODULAR WIRING

FIELD MOUNTED LOAD CENTER
SUPPLIED BY PANEL BUILT

CONDUIT & WIRING
FOR CONNECTING PANELS

AND LOADCENTER SUPPLIED
AND INSTALLED BY OTHERS

STANDARD ELECTRICAL PACKAGE

PANEL-BUILT WILL SUPPLY OUTLETS,
SWITCHES, AND COVER PLATES.

PANEL-BUILT DOES NOT SUPPLY ANY
TELE/DATA DEVICES OR COVERS.

POWER SUPPLY FOR
LOADCENTER SUPPLIED

AND INSTALLED BY OTHERS

PRE-MOUNTED INTO 
THE WALL PANEL

2"x4" PENETRATION IN
WALL PANEL
(LOCATED ABOVE SUSPENDED CEILING)

MODULAR WIRING TO
EXTEND OUT OF PENETRATION
IN PANEL

MODULAR WIRING FOR CONNECTING
(2) DEVICES TOGETHER ARE TO BE
FIELD INSTALLED

ALL OUTLETS ARE TO BE FIELD INSTALLED

MODULAR WIRING
TO LOAD CENTER

STANDARD ELECTRICAL PACKAGE

MODULAR WIRING PACKAGE

MODULAR WIRING IS ATTACHED
2"x4" JUNCTION BOX
PRE-MOUNTED INTO 
THE WALL PANEL

PANEL-BUILT WILL SUPPLY AND INSTALL
OUTLETS, SWITCHES, AND COVER PLATES.

PANEL-BUILT DOES NOT SUPPLY ANY
TELE/DATA DEVICES OR COVERS.

FIELD MOUNTED LOAD CENTER
SUPPLIED BY PANEL BUILT

POWER SUPPLY FOR
LOADCENTER SUPPLIED

AND INSTALLED BY OTHERS


